Fire System Component Test Schedule
	Standard
	Element of Performance
	Scoring Category
	Test Interval
	NFPA Reference

	EC.

02.03.05
	Fire Component Tests


	
	
	

	             1
	Supervisory switches

	C
	Q
	NFPA 72

	             2
	Tamper switches, flow devices


	C
	S/A
	NFPA 72

	             3
	Duct detectors, door releasing devices
	C
	A
	NFPA 72

	             3
	Smoke and heat detectors, pull boxes
	C


	A
	NFPA 72

	             4
	Audible and visual alarms

	C
	A
	NFPA 72

	             5
	Off-premises transmission equipment
	A
	Q
	NFPA 72

	             6
	Fire pump churn test
 
	C
	W
	NFPA 25

	             7
	Water tank level alarms

	C
	S/A
	NFPA 25

	             8
	Water tank level alarms (cold weather only)
	C
	M 
	NFPA 25

	             9
	Main drain tests on system risers    
	C
	A
	NFPA 25

	           10 
	Fire department connections

	A
	Q
	NFPA 25

	           11
	Fire pumps (flow test) 

	A
	A
	NFPA 25

	           12


	Standpipe test
	C
	5 yr
	NFPA 25

	           13
	Kitchen extinguishing systems

	A
	S/A
	NFPA 96

	           14
	Carbon dioxide/ gaseous extinguishing systems   
	A
	A
	NFPA 2001

	           15
	Portable fire extinguishers
 (visual check)
	C
	M 
 
	NFPA 10

	           16


	Portable fire extinguishers (preventive maintenance)
	C
	A
	NFPA 10

	           17
	Occupant hoses
 
	C
	3 yr–hydro  
5 yr–new  
	NFPA 25, 1962

	           18
	Smoke/ fire dampers

	C
	6 years 
	NFPA 80, 105

	           19
	HVAC smoke detectors w/ shutdown 
	A
	A
	NFPA 90A

	           20
	Horizontal/ vertical fire doors

	C
	A
	NFPA 80


